
IECC COMMERCIAL PUBLIC COMMENTS 

MAY 30, 2013

Draft Public Comment CE337-13

This draft public comment has been developed by the DOE Building Energy Codes Program (BECP) as a possible submittal related to a proposal to the Commercial provisions of the 2012 International Energy Conservation Code (IECC).   Interested parties are asked to submit any and all comments on DOE's draft public comments. For instructions on submitting comments, visit:
http://www.energycodes.gov/development/commercial/2015IECC
CE337–13 Approval as Submitted 
Public Comment:
Name:  Jeremiah Williams, U.S. Department of Energy (jeremiah.williams@ee.doe.gov) 

Desired Action: Approval as Modified (AM)

Modify Sections 406.1 and C406.3 of the proposal as follows:

C406.1 Requirements.  Buildings shall comply with at least one of the following:

1. More efficient HVAC equipment in accordance with Section C406.2.

2. Reduced lighting power density system in accordance with Section C406.3.

3. Enhanced lighting controls in accordance with Section C406.4

4. On-site supply of renewable energy in accordance with Section C406.5.
5. Provision of a dedicated outdoor air system for certain HVAC equipment in accordance with Section C406.6.

6. High efficiency service water heating in accordance with Section C406.8.

C406.3 Reduced lighting power density. The total interior lighting power (watts) of the building shall be determined by using not exceed 90 percent of the lighting power resulting from multiplying the values in Table C405.5.2.1 (1) times the floor area of the applicable building type(s) or by using 90 percent of the interior lighting power allowance as calculated in accordance with by the Space-by-Space method in Section C405.5.2.  For the purposes of this option the determination of areas and their application to building type(s) shall be in accordance with Section C405.5.2.

Commenter’s Reason:  During the code development hearing CE335-13 was heard after CE337-13 and, based on the action taken on CE337-13, DOE asked for disapproval of CE335-13.  DOE is submitting this public comment to address the issue contained in CE335-13. That issue is essentially that while the current code advises how to determine the reduced lighting power density it is not clear that the code actually requires that the building to comply with the resultant LPD.   This public comment ensures that the changes approved in CE337-13 are retained but corrects the issue mentioned above regarding the lack of a specific requirement in Section C406.3 that the LPD determined per the code must actually be met.  In addition this public comment addresses a small editorial change needed in Section C406.1.
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