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Draft Public Comment RE133-13

This draft public comment has been developed by the DOE Building Energy Codes Program (BECP) as a possible submittal related to a proposal to the Residential provisions of the 2012 International Energy Conservation Code (IECC).  Interested parties are asked to submit any and all comments on DOE's draft public comments. For instructions on submitting comments, visit:

http://www.energycodes.gov/development/residential/2015IECC
RE133-13 Disapproved
Public Comment
NAME: Jeremiah Williams, U.S. Department of Energy (jeremiah.williams@ee.doe.gov) 
Desired Action: Approval as Modified (AM)

Modify the proposal as follows:

R403.4.2 Hot water pipe insulation (Prescriptive). Insulation

for hot water pipe with a minimum thermal resistance

(R-value) of R-3 shall be applied to the following:

1. Piping larger than 3/4 inch nominal diameter.

Renumber remaining list items.  

All remaining piping shall be insulated to at least R-3 or meet the run length requirements of Table R403.4.2. 

TABLE R403.4.2 Maximum Run Length (feet)1
	Nominal Pipe Diameter of Largest Diameter Pipe in the Run (in.)
	3/8
	1/2
	3/4
	> 3/4 

	Maximum Run Length
	30
	20
	10
	5


Commenter’s Reason:  Insulation requirements for ¾-inch piping are currently inconsistent between the list in Section R403.4.2 and Table R403.4.2. This public comment eliminates the column in the table for pipe diameters of greater than ¾-inch and therefore removes the ambiguity.  
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